
AECI Network Upgrades

1)   Upgrade the 18-mile-long Hamburg to Northboro 69 kV line

2)   Upgrade the 11.4-mile-long Linden to Phelps 69 kV line

3)   Upgrade the 4.4-mile-long Phelps to Rockport 69 kV line

6)   Upgrade 9.3-mile section of Neosho to Sweetwater 69 kV line

7)   Add 0.08 p.u. series reactor on Washburn to Seligman 69 kV line

Network Tier 3
SPP GIR POI Upgrades GIR MW

GEN-2016-174 Stranger Creek 345kV 1, 2, 3, 4, 5 302 302 302 185 0

GEN-2016-091 Gracemont-Lawton East Side 345kV 1, 2, 3, 4, 5, 6, 7 303.6 303.6 276 135

GEN-2016-118 Dover Switchyard 138 kV Line 1, 2, 3, 4, 5, 6, 7 288 288 259 122

GEN-2016-176 Stranger Creek 345kV 1, 2, 3, 4, 5 302 185 0

GEN-2016-149 Stranger Creek 345kV 1, 2, 3, 4, 5 302 0

GEN-2016-150 Stranger Creek 345kV 1, 2, 3, 4, 5 302 0

GEN-2016-157 West Gardner 345kV 1, 2, 3, 4, 5 252 6

GEN-2016-158 West Gardner 345kV 1, 2, 3, 4, 5 252 6

GEN-2016-119 Spring Creek-Sooner 345kV 1, 2, 3, 4, 5, 6, 7 600 245

GEN-2016-133 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 187.5 78

GEN-2016-134 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 187.5 78

GEN-2016-137 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 187.5 78

GEN-2016-138 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 187.5 78

GEN-2016-141 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 350 145

GEN-2016-142 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 350 145

GEN-2016-143 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 175 73

GEN-2016-144 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 175 73

GEN-2016-145 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 175 73

GEN-2016-146 Riverside 345kV Substation 1, 2, 3, 4, 5, 6, 7 175 73

GEN-2016-100 Spring Creek-Sooner 345kV 1, 2, 3, 4, 5, 6, 7 100 41

GEN-2016-101 Spring Creek-Sooner 345kV 1, 2, 3, 4, 5, 6, 7 195 80

GEN-2016-128 Woodring 345kV 1, 2, 3, 4, 5, 6, 7 176 72

GEN-2016-162 Benton 345kV 1, 2, 3, 4, 5, 6 252 83

GEN-2016-163 Benton 345kV 1, 2, 3, 4, 5, 6 252 83

1)  Generator withdrawals

2)  COD changes.

3)  Any network upgrades placed in service.

Cost allocations provided separately

The values in the table assume operations with no network upgrades in place. The following assumptions will influence future 

updates to these tables:

4)   Upgrade the 4.136-mile-long Bevier to Macon Lake 69 kV line

5)   Upgrade the 2.2-mile-long Macon Lake to Axtell to Macon Tap 69 kV 
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